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SUPERSEDES: New EFFECTIVE: August 1, 2010

1. Note location on the tank of the system connection (bottom)
and charging valve enclosure (top 11/2" enclosure). Note
labels are provided on the tank or refer to Figure No. 1
(Location of Tank Fittings).

2. Carefully remove the threaded connection on the system
connection. Pause before completely removing to allow any
trapped air to escape without “popping” the plug. There
should not be much, if any, air pressure under this plug.

3. Before making any connections to the tank, check the tank
air charge. Use an accurate automotive or similar type
gauge on the air valve located near the top of the tank. The
air charge pressure must be equal to the minimum specified
system pressure for the system. Refer to the label on the
tank for the factory supplied pre-charge pressure. Use
Figure No. 2 (Air Charge Check Chart) to correct the value
read on the pressure gauge for the ambient temperature at
the tank location.

4. The pipe connection to the system may now be made. Pitch
the piping connection up away from the tank and use auto-
matic air vents where necessary to prevent air from accu-
mulating within the tank.

5. A combination shut-off and drain valve should be located in
the connection piping to provide for tank isolation during
the initial hydrostatic system testing and future mainte-
nance.

Do it Once. Do it Right.®

TACO, INC., 1160 Cranston Street, Cranston, RI 02920 Telephone: (401) 942-8000 FAX: (401) 942-2360.
TACO (Canada), Ltd., 8450 Lawson Road, Unit #3, Milton, Ontario L9T 0J8. Telephone: 905/564-9422. FAX: 905/564-9436.

Visit our web site at: http://www.taco-hvac.com

Printed in USA

Copyright 2010

TACO, Inc.

CHARGING
VALVE CLOSURE
11⁄2" NPT (38mm)

1⁄2" NPT (12.7mm)
AUX. AIR

CONNECTION
1" NPT

(25.4mm)
DRAIN

3" NPT
(76mm)

CONNECTION
11⁄2" NPT
(38mm)
DRAIN

LIFTING
LUG

BULL’S EYE
SIGHT GLASS
(OPTIONAL)

LIFTING LUG

B

D

H

Figure No. 1 – Location of Tank Fittings

CAUTION: Do not remove the pipe plugs (located on
the tank side and bottom) or the flanged covers (at
the top and bottom). These closures should never be
removed unless necessary and then only after the air
pressure within the tank has been bled off to zero
gauge pressure and the tank has been isolated from
the system with a shut-off valve.

Before bleeding off any air from the air charge always
isolate the tank from the system with a shut-off valve.

Specified
Pre-Charge

Pressure
P.S.I.

(at 68°F)

Ambient Temperature (°F)

36 44 52 60 68 76 84 92 100

12 10.4 10.8 11.2 11.6 12.0 12.4 12.8 13.2 13.6

20 17.9 18.4 18.9 19.5 20.0 20.5 21.1 21.6 22.1

30 27.3 28.0 28.6 29.3 30.0 30.7 31.4 32.0 32.7

40 36.7 37.5 38.2 39.2 40.0 40.8 41.6 42.5 43.3

50 46.1 47.1 48.0 49.0 50.0 51.0 52.0 52.9 53.9

60 55.5 56.6 57.7 58.9 60.0 61.1 62.3 63.4 64.5

70 64.9 66.1 67.4 68.7 70.0 71.3 72.6 73.9 75.1

Figure No. 2 – Air Charge Check Chart
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